Abstract: Ultra-high voltage direct current (UHVDC) systems under hierarchical connection schemes (HCSs) linked to AC grids with different voltage levels (500 and 1000 kV) have been a great concern for power utilities to transfer bulk power. They have some operating issues like cascaded commutation failures and longer fault recovery time under certain fault conditions. Since STATCOM has the ability to effectively regulate AC busbar voltages, thus it is considered in this paper to improve the operating characteristics of UHVDC-HCS systems. To further improve the operating characteristics, a coordinated control between an UHVDC-HCS system and STATCOM is presented. To validate the effectiveness of coordinated control, the comparison between different control modes such as reactive power control (Q-control) and voltage control (V-control) in the outer loop control of STATCOM are conducted in detail. Various indices like commutation failure immunity index (CFII) and commutation failure probability index (CFPI) are also comprehensively evaluated in order to investigate robustness of the adopted coordinated control. An UHVDC-HCS system with multiple STATCOMs on the inverter side (500 kV bus) is developed in PSCAD/EMTDC. The impact of coordinated control on commutation failure phenomena and fault recovery time during single and three phase AC faults is analyzed. The analysis shows that coordinated control with V-control mode of STATCOM exhibits better performance in enhancing the operating characteristics of UHVDC-HCS system by improving the CFII, effectively reducing the CFPI and fault recovery time under various AC faults.
Introduction
High voltage direct current (HVDC) transmission via line commutated converter topologies has been a great concern for electric utilities to transmit power from generating stations to local grids. The need for transferring large-capacity power from remote energy generating sources to local load centers led to the development of UHVDC transmission systems [1] . In addition, another promising feature including an interconnection of asynchronous grids makes them a viable option for power utilities. With increasing construction of various HVDC links, many converters lie in close electrical proximity to an AC grid with the same voltage level, which leads to numerous operational challenges like DC power flow problems due to several complex links and larger reactive power requirement at inverter stations. Under these situations, to avoid the above mentioned operational challenges, a new UHVDC under coordinated control with different STATCOM control modes. The total rated capacity of the UHVDC-HCS system is 10,000 MW with a DC link voltage of ±800 kV. The simplified schematic structure of the UHVDC-HCS system along with a STATCOM on the inverter side is presented in Figure 1 . On the inverter side, four twelve pulse LCC converters are attached to different AC voltage sources (i.e. 500 and 1000 kV). The two high end converters (HECs) are connected to the 500 kV bus via a high end converter transformer, whereas the two low end converters (LECs) are linked to the 1000 kV bus through a low end converter transformer. Various shunt capacitors and low and high frequency damping filters are attached on the inverter side AC buses to minimize the harmonics and to fulfill the reactive power requirements of HEC and LEC. The two buses are strongly connected via a coupling transformer with a rated capacity of 3000 MVA. In order to provide surplus reactive power support during transient conditions, four STATCOMs with a capacity of 300 Mvar each are shunt-connected to the 500 kV bus. The reason for connecting multiple STATCOMs is to be compatible with the UHVDC-HCS system, as its rated capacity (10,000 MW) is too large.
In Figure 1 , Udc1, Udc2 and Idc1, Idc2 are the DC voltages and DC currents, respectively, Pdc, Pdc1, Pdc2 and Qdc, Qdc1, Qdc2 are the real power and reactive power of the LCC converters, respectively, Pac1, Pac2 and Qac1, Qac2 are the real and reactive power of the AC systems, v1∠δ1, v2∠δ2 are the AC bus voltages, E1∠θ1, E2∠θ2 and Z1∠ξ1, Z2∠ξ2 are electromotive forces and equivalent impedances of the AC sources, respectively, k1, k2, ks, kct and X1, X2, Xs, Xct are turn ratio and leakage reactance of the converters' transformers, respectively, Rdc1, Rdc2 and Ldc1, Ldc2 are the resistance and inductance of the DC transmission link, respectively. Bc1 and Bc2 are the net admittances of shunt capacitors and AC filters. All other specifications of the UHVDC-HCS system are given in Table A1 of the Appendix. 
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Control Approach for the UHVDC-HCS System
The extinction angle control and DC current control are implemented at the HEC and LEC of the UHVDC-HCS system as shown in Figure 2 . In addition, current error control (CEC) and voltage dependent current order limit (VDCOL) are also used to ensure a smooth transition between different control modes (constant current, constant extinction angle) and to limit the maximum overcurrent, respectively. The VDCOL is used as a backup control mode in the situation where the AC voltage or DC voltage drops to its worst level under different fault conditions. The main application of VDCOL is to decrease the commutation failure probability, to avoid the valve stress caused by sequential occurrence of commutation failure and to support the LCC system to rapidly recover under different faults. 
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Control Approach for STATCOM
STATCOM is an advanced static VAr compensator used as shunt connected device to regulate three phase AC voltage of the grid. In this work, the STATCOM is designed as voltage source converter, which consists of a gate-turn off thyristor and a DC bus capacitor. The single line diagram of the STATCOM along with its basic control scheme, linked to the bus 1 of UHVDC system is shown in Figure 3 , where Vs is the three phase AC voltage of the STATCOM at the grid side, Vdc is the DC voltage across capacitor, Ls and Rs are the leakage reactance of converter transformer and the reactor connecting STATCOM to bus 1 and i1 is the current injected into the STATCOM from the grid. It is clear from Figure 3 that the STACOM control scheme includes inner and outer loop controllers, Clark-Park's transformation and pulse width modulation technique (PWM). 
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Coordinated Control between the UHVDC-HCS System and STATCOM
Inspired by [12] , this paper presents a coordinated control for UHVDC-HCS systems with multiple STATCOMs to mitigate the commutation failure and improve the fault recovery performance. The block diagram of coordinated control with different control modes (Q-control and V-control) in the outer loop control of STATCOM is shown in Figure 6 . It comprises the extinction angle from the high end converter (HEC) or low end converter (LEC), application of a drop rate limiter, PI controller and fault detection enabling function. The extinction angle from converters (HEC or LEC) is selected as the controlling signal for coordinated control, as it does not exhibit too much fluctuation and harmonics during the transient conditions. The extinction angle of HEC of the modeled study system is set at 17°. Considering that extinction angle drops to a low value during transient conditions, the extinction angle (γs) setting value is selected lower than the rated value. The difference between the set extinction angle and the rated extinction angle (γr) is termed the margin extinction angle, which is utilized for enabling output error signals using an internal logic function. With this internal logic function the output error signal and value of Km (in Figure 6 ) under steady state conditions results in zero, as γs is lower than γr. During transient conditions, the output error value and the value of Km is 1, due to the reason that the rated extinction angle (γr) is smaller than the extinction angle (γs) setting. Two factors are considered to select a value for the margin extinction angle: i) rapid action of coordinated control during transient conditions; ii) no action of coordinated control during steady state conditions. In order to achieve i), a lower value of the margin extinction The complete structure of inner current control loop is presented in Figure 5 , which comprises the reference currents from outer loop controllers, AC side currents and voltages in the dq frame and decoupling terms. The inner current controllers produce reference voltages in the dq frame which are converted to the abc frame using an inverse Park's transformation. The PWM uses these voltage references to get firing pulses for the converters. The specifications regarding STATCOMs and their contoller's parameters are summarized in Table A2 of the Appendix A.
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The output error signal (∆γ e ) generated by comparing the set extinction angle (γ s ) and rated extinction angle (γ r ) is then passed to the PI controller. The PI controller processes the error signal and provides the initial compensated reactive power order (∆Q cc *) up to the maximum limit of the reactive power capacity of the STATCOM. The supplied reactive power order is further processed by a drop rate limiter to get the final compensated reactive power order (∆Q cc-final ).
The final compensated reactive power order is given to the outer loop controller (Q-control mode or V-control mode) of the STATCOM to provide surplus reactive power to the UHVDC-HCS system, to mitigate the risk of occurrence of commutation failure in HEC and LEC. Under AC fault situations, when ∆Q cc * increases then the drop limiter function does not operate and it operates when the value ∆Q cc * decreases after clearance of AC faults. This strategy can help in reducing the fault recovery time of UHVDC-HCS system under different fault situations.
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Performance Evaluation of Coordinated Control between the UHVDC-HCS System and STATCOM
The following three scenarios are considered to evaluate the performance of coordinated control designed for improvement in operational characteristics of an UHVDC-HCS with STATCOM:
Scenario 1: In this scenario, the analysis is made based on the basic control approach. Scenario 2: The analysis is done based on the coordinated control between the UHVDC-HCS system and the STATCOM. The reactive power control (Q-control) mode is adopted in the outer loop control of the STATCOM. Scenario 3: The analysis is made based on the coordinated control between the UHVDC-HCS system and the STATCOM. The voltage control (V-control) mode is adopted in the outer loop control of the STATCOM. The above scenarios mentioned three are investigated by undertaking various tests such as: i) susceptibility to commutation failure under single and three phase faults; ii) evaluation of the commutation failure immunity index (CFII) of HEC and LEC under single and three phase faults; iii) 
The following three scenarios are considered to evaluate the performance of coordinated control designed for improvement in operational characteristics of an UHVDC-HCS with STATCOM: Scenario 1: In this scenario, the analysis is made based on the basic control approach. Scenario 2: The analysis is done based on the coordinated control between the UHVDC-HCS system and the STATCOM. The reactive power control (Q-control) mode is adopted in the outer loop control of the STATCOM. Scenario 3: The analysis is made based on the coordinated control between the UHVDC-HCS system and the STATCOM. The voltage control (V-control) mode is adopted in the outer loop control of the STATCOM.
The above scenarios mentioned three are investigated by undertaking various tests such as: (i) susceptibility to commutation failure under single and three phase faults; (ii) evaluation of the commutation failure immunity index (CFII) of HEC and LEC under single and three phase faults;
(iii) investigation of the commutation failure probability index (CFPI) of HEC and LEC and (iv) fault recovery performance under single and three phase faults.
Susceptibility to Commutation Failure with and without Coordinated Control
Commutation failure occurs in HEC and LEC due to the abrupt increase in DC current and worst AC bus voltage drop, when single and three phase AC faults are applied at either the 500 kV bus or 1000 kV bus. The commutation failure can be evaluated by looking into the extinction angle of HEC and LEC. Due to AC faults, the extinction angle goes to its worst value, which indicates the occurrence of a commutation failure. To get rid of this commutation failure, a higher value of the extinction angle is preferable, but that can result in greater consumption of reactive power and vice versa. In this paper, the setting for the extinction angle is fixed at 17 • . There are greater chances of commutation failure if extinction angle becomes lower than 7 • [3] . The analytical expression for extinction angle of HEC and LEC are developed as in (1) and (2):
where ψ 1 (180 • -µ 1 ) and ψ 2 (180 • -µ 2 ) are the advanced triggering angle of the HEC and LEC, respectively. In order to evaluate the susceptibility to commutation failure for the abovementioned scenarios, single and three phase faults are studied in this section.
Single Phase Fault
The single phase fault with inductance level of 0.58 H is applied at the 500 kV bus and the results for different parameters of both HEC and LEC are observed. The fault duration is five cycles (0.1 sec) and it occurs at 1.5 s. The 0.58 H fault inductance level indicates the worst critical fault that does not lead to commutation failure in the HEC and LEC of the UHVDC-HCS system with STATCOM, while using the basic control mechanism.
The simulation graphs for the extinction angle of HEC and LEC, DC current of HEC and LEC and the reactive power supplied by the STATCOM considering three scenarios under single phase fault are shown in Figure 7 . It is depicted in Figure 7a that in Scenario 1, the extinction angle of HEC is 7.1 • , which is lower than in scenarios 2 and 3. With the presented coordinated control, the extinction angle of HEC in scenarios 2 and 3 increases to 11 • and 12.2 • , respectively. By comparing scenarios 2 and 3, it is seen that Scenario 3 is relatively better than Scenario 2 in improving the extinction angle of HEC.
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Commutation failure occurs in HEC and LEC due to the abrupt increase in DC current and worst AC bus voltage drop, when single and three phase AC faults are applied at either the 500 kV bus or 1000 kV bus. The commutation failure can be evaluated by looking into the extinction angle of HEC and LEC. Due to AC faults, the extinction angle goes to its worst value, which indicates the occurrence of a commutation failure. To get rid of this commutation failure, a higher value of the extinction angle is preferable, but that can result in greater consumption of reactive power and vice versa. In this paper, the setting for the extinction angle is fixed at 17°. There are greater chances of commutation failure if extinction angle becomes lower than 7° [3] . The analytical expression for extinction angle of HEC and LEC are developed as in (1) where  1 (180° -1) and  2 (180° -2) are the advanced triggering angle of the HEC and LEC, respectively. In order to evaluate the susceptibility to commutation failure for the abovementioned scenarios, single and three phase faults are studied in this section.
Single Phase Fault
The simulation graphs for the extinction angle of HEC and LEC, DC current of HEC and LEC and the reactive power supplied by the STATCOM considering three scenarios under single phase fault are shown in Figure 7 . It is depicted in Figure 7 (a) that in Scenario 1, the extinction angle of HEC is 7.1°, which is lower than in scenarios 2 and 3. With the presented coordinated control, the extinction angle of HEC in scenarios 2 and 3 increases to 11° and 12.2°, respectively. By comparing scenarios 2 and 3, it is seen that Scenario 3 is relatively better than Scenario 2 in improving the extinction angle of HEC. shows that the extinction angle of LEC in scenarios 1, 2 and 3 is 10.6°, 11.5° and 12.4°, respectively. Here, the higher value of the extinction angle reveals that a single phase fault applied at the 500 kV bus is not too severe for the 1000 kV bus, because it is not directly applied at the 1000 kV busbar. The slight impact of coordinated control with different control modes (scenarios 2 and 3) on the extinction of LEC is due to two reasons: (i) multiple STATCOMs are not directly linked to the 1000 kV bus and (ii) the leakage reactance of the coupling transformer. It is observed from figures 7(c) and (d) that the DC current in scenarios 2 and 3 is lower than in Scenario 1. The lower DC current under single phase fault conditions indicates that HEC and LEC can sustain the fault without commutation failure. Comparing the three scenarios, coordinated control with V-control mode (Scenario 3) shows better performance in controlling the DC current of the UHVDC system under single phase fault conditions. This is due to the extra reactive power support provided to the UHVDC system during the transient state in Scenario 3 as compared to scenarios 1 and 2 as clearly seen in Figure 7 (e).
Three Phase Fault
The three phase fault with fault inductance level of 0.69 H is applied to the 500 kV bus at 1.5 s and is cleared after five cycles (0.1 s). Here, 0.69 H is a severe fault inductance level that does not result in occurrence of commutation failure in the HEC and LEC. The simulation graphs for extinction angle and DC current of LCC converters attached to the 500 kV and 1000 kV bus, and the reactive power provided by the STATCOM in three scenarios during a three phase fault are shown in Figure 8 . It is obvious from Figure 8(a) , that the extinction angles of the HEC in scenarios 1, 2 and 3 ares 7.25°, 10.17° and 11.16°, respectively. Similar to the single phase fault, the extinction angle in scenarios 2 and 3 is considerably improved under three phase fault conditions. In addition, Scenario 3 is relatively superior to Scenario 2. It is seen from Figure 8 (b) that in scenarios 2 and 3, the extinction angle of LEC is slightly improved. Figures 8(c) and (d) indicate that the DC current in Scenario 1 is 1.14 p.u., in Scenario 2 it is 1.11 p.u. and in Scenario 3 it is 1.09 p.u. This indicates that the presented coordinated control (scenarios 2 and 3) can support the UHVDC-HCS system to limit the DC current under three phase fault conditions. Figure 7b shows that the extinction angle of LEC in scenarios 1, 2 and 3 is 10.6 • , 11.5 • and 12.4 • , respectively. Here, the higher value of the extinction angle reveals that a single phase fault applied at the 500 kV bus is not too severe for the 1000 kV bus, because it is not directly applied at the 1000 kV busbar. The slight impact of coordinated control with different control modes (scenarios 2 and 3) on the extinction of LEC is due to two reasons: (i) multiple STATCOMs are not directly linked to the 1000 kV bus and (ii) the leakage reactance of the coupling transformer. It is observed from Figure 7c ,d that the DC current in scenarios 2 and 3 is lower than in Scenario 1. The lower DC current under single phase fault conditions indicates that HEC and LEC can sustain the fault without commutation failure. Comparing the three scenarios, coordinated control with V-control mode (Scenario 3) shows better performance in controlling the DC current of the UHVDC system under single phase fault conditions. This is due to the extra reactive power support provided to the UHVDC system during the transient state in Scenario 3 as compared to scenarios 1 and 2 as clearly seen in Figure 7e .
The three phase fault with fault inductance level of 0.69 H is applied to the 500 kV bus at 1.5 s and is cleared after five cycles (0.1 s). Here, 0.69 H is a severe fault inductance level that does not result in occurrence of commutation failure in the HEC and LEC. The simulation graphs for extinction angle and DC current of LCC converters attached to the 500 kV and 1000 kV bus, and the reactive power provided by the STATCOM in three scenarios during a three phase fault are shown in Figure 8 . It is obvious from Figure 8a , that the extinction angles of the HEC in scenarios 1, 2 and 3 ares 7.25 • , 10.17 • and 11.16 • , respectively. Similar to the single phase fault, the extinction angle in scenarios 2 and 3 is considerably improved under three phase fault conditions. In addition, Scenario 3 is relatively superior to Scenario 2. It is seen from Figure 8b that in scenarios 2 and 3, the extinction angle of LEC is slightly improved. Figure 8c,d indicate that the DC current in Scenario 1 is 1.14 p.u., in Scenario 2 it is 1.11 p.u. and in Scenario 3 it is 1.09 p.u. This indicates that the presented coordinated control (scenarios 2 and 3) can support the UHVDC-HCS system to limit the DC current under three phase fault conditions. This can help in decreasing the susceptibility to commutation failure. The reactive power injection into the system in three different scenarios under three phase fault conditions is shown in Figure 8 (e). It can be seen that the addition of extra reactive power to the 500 kV bus in Scenario 3 is comparatively more than in the other scenarios, which can make it relatively better to improve the transient characteristics of the UHVDC-HCS system by reducing the occurrence of commutation failure in HEC and LEC and by limiting the DC overcurrent.
Commutation Failure Immunity Index (CFII) with and without Coordinated Control
The effectiveness of the coordinated control with different STATCOM control modes (scenarios 2 and 3) are further investigated by evaluating the well-known index termed as commutation failure immunity index (CFII). It is the ratio of worst fault MVA level that does not cause commutation failure to the total capacity of DC transmitted power [13] , analytically expressed as in Equation (3):
where i represents the HEC and LEC linked to the 500 kV and 1000 kV bus, respectively, ω is the electrical angular velocity of AC source, Lmin is the minimum fault inductance level that the HEC and LEC can sustain without facing commutation failure. Equation (3) elaborates that the larger the fault MVA level that does not lead to commutation failure in the HEC and LEC, the higher is the CFII value and greater is the UHVDC system's strength to reduce the chances of occurrence of This can help in decreasing the susceptibility to commutation failure. The reactive power injection into the system in three different scenarios under three phase fault conditions is shown in Figure 8e . It can be seen that the addition of extra reactive power to the 500 kV bus in Scenario 3 is comparatively more than in the other scenarios, which can make it relatively better to improve the transient characteristics of the UHVDC-HCS system by reducing the occurrence of commutation failure in HEC and LEC and by limiting the DC overcurrent.
where i represents the HEC and LEC linked to the 500 kV and 1000 kV bus, respectively, ω is the electrical angular velocity of AC source, L min is the minimum fault inductance level that the HEC and LEC can sustain without facing commutation failure. Equation (3) elaborates that the larger the fault MVA level that does not lead to commutation failure in the HEC and LEC, the higher is the CFII value and greater is the UHVDC system's strength to reduce the chances of occurrence of commutation failure. The multiple run feature in the PSCAD/EMTDC tool is utilized to evaluate the CFII of the HEC and LEC under single and three fault conditions. The CFIIs of the HEC and LEC are represented by CFII HEC and CFII LEC respectively, and are used hereafter in this paper. To determine CFII HEC (CFII LEC ), a single phase or three phase fault is applied at the 500 kV (1000 kV) bus. The multiple run method can look for the value of the extinction angle of the HEC and LEC, while continuously changing the fault time and fault inductance level. The fault inductance level is gradually changed from low level to critical fault inductance level. The worst critical fault inductance level that does not cause the occurrence of commutation failure is then selected and is computed in (3) to evaluate the CFII HEC and CFII LEC . The CFII HEC and CFII LEC under single phase and three phase faults, while considering the above three scenarios are summarized in Table 1 . It is depicted from Table 1 , that CFII HEC with basic control approach (Scenario 1) under single phase fault is 34.40%, which is increased to 38.99% (Scenario 2) and 41.78% (Scenario 3) by implementing coordinated control between the UHVDC-HCS system and STATCOM. Similarly, the CFII HEC under three phase fault conditions is also improved in scenarios 2 and 3. However, coordinated control with V-control mode of the STATCOM (Scenario 3) is comparatively better than Scenario 2 in enhancing the CFII HEC under both AC fault conditions, i.e., single and three phase faults. This is mainly due to improving the extinction angle, providing surplus reactive power and effectively limiting the DC current under different transient conditions as clearly shown in Figures 7  and 8 . Considering CFII LEC in all the above scenarios during single and three phase faults at the 1000 kV bus, it is observed that coordinated control with different STATCOM control modes can slightly strengthen the LEC system immunity to commutation failures. Comparing the values of both CFII HEC and CFII LEC under three phase fault conditions with that of single phase fault conditions, it is depicted that three phase fault is the most severe fault that can result in increased risk of occurrence of commutation failure in the HEC and LEC.
Commutation Failure Probability Index (CFPI) with and without Coordinated Control
In order to further examine the effectiveness of coordinated control during commutation failure phenomena, another index called commutation failure probability index is presented in this section. It is the ratio of the sum of fault points that can result in commutation failure to the total equivalent fault points considered in one AC cycle [13] . The CFPI is analytically expressed by Equation (4):
The commutation failure probability index of HEC and LEC is calculated using the multiple run method in PSCAD/EMTDC. Three phase inductive fault is considered for evaluating the CFPI of the HEC and LEC, because it is the most severe fault as compared to capacitive and resistive faults that can lead to commutation failure in UHVDC-HCS systems. As the inverter side of the hierarchical connection mode is comprised of two AC sources with different voltage ratings, therefore the per unit fault level is considered to show that the fault level severity is equal for both buses (500 kV and 1000 kV). Per unit fault level is the ratio of the fault level applied at the AC busbar to the rated DC power capacity of the UHVDC-HCS system. Three phase inductive fault level is applied at the 500 kV and 1000 kV bus in order to determine the CFPI of the HEC (CFPI HEC ) and the CFPI of the LEC (CFPI LEC ) respectively. In case of CFPI HEC , the inductance level is varied from 0.73 H (lowest fault level) to 0.398 H (highest fault level), whereas for CFPI LEC , the inductance level is gradually changed from 2.92 H to 1.595 H. A total of 100 fault points are taken in the 20 ms AC cycle duration. The multiple run program can look for the occurrence of commutation failures for a given specified time and fault inductance. The statistics about the occurrence of commutation failure is then computed using Equation (4) to determine CFPI HEC and CFPI LEC . In Figure 9 , the results for CFPI HEC and CFPI LEC of the UHVDC-HCS assuming three scenarios are presented. It is clear from the CFPI HEC and CFPI LEC curves that the more severe the fault MVA level, the higher are chances of commutation failure to occur at HEC and LEC.
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Fault Recovery Performance with and without Coordinated Control
The UHVDC-HCS system can be totally collapsed and no active power transmission is possible in the case where the AC and DC voltages are not properly restored during various fault conditions. In this paper, fault recovery time is considered as the main matric to quantify the recovery performance of the UHVDC system. The fault recovery time is referred to the time taken by active power to restore to 90% of its prefault value after the clearance of a fault [14] . To analyze the effect of coordinated control on the fault recovery performance of an UHVDC-HCS system, the simulation results for single and three phase faults are discussed in this section.
Single Phase Fault
The single phase fault with 0.50 H inductance is applied to the 500 kV bus at 1.5 s and the fault is cleared after 0.1 s. The simulation curves for active power of the HEC and LEC for three different scenarios are shown in Figure 10 . In Scenario 1, the active power drops to 0.67 p.u. and takes 66 ms to recover. The active power drops to 0.817 p.u. and 0.83 p.u. in scenarios 2 and 3, respectively, which indicates a lower drop as compared to Scenario 1. The fault recovery times of the HEC in scenarios 2 and 3 under single phase fault conditions are 37 ms and 26 ms, respectively. It is clear from Figure 10b that fault recovery time of the LEC in scenario 1, 2 and 3 are 64 ms, 35 ms and 25 ms, respectively. This shows that the presented coordinated control with various control modes of STATCOM can also support a 1000 kV AC system to reduce the fault recovery time of the LEC. Comparing the performance of all scenarios in fault recovery improvement of the HEC and LEC, it is thus concluded that Scenario 3 is relatively better than the other two scenarios. are directly linked to the HEC bus and the leakage reactance of the coupling transformer can also influence the performance of the presented coordinated control.
Fault Recovery Performance with and without Coordinated Control
Single Phase Fault
The single phase fault with 0.50 H inductance is applied to the 500 kV bus at 1.5 s and the fault is cleared after 0.1 s. The simulation curves for active power of the HEC and LEC for three different scenarios are shown in Figure 10 . In Scenario 1, the active power drops to 0.67 p.u. and takes 66 ms to recover. The active power drops to 0.817 p.u. and 0.83 p.u. in scenarios 2 and 3, respectively, which indicates a lower drop as compared to Scenario 1. The fault recovery times of the HEC in scenarios 2 and 3 under single phase fault conditions are 37 ms and 26 ms, respectively. It is clear from Figure 10 (b) that fault recovery time of the LEC in scenario 1, 2 and 3 are 64 ms, 35 ms and 25 ms, respectively. This shows that the presented coordinated control with various control modes of STATCOM can also support a 1000 kV AC system to reduce the fault recovery time of the LEC. Comparing the performance of all scenarios in fault recovery improvement of the HEC and LEC, it is thus concluded that Scenario 3 is relatively better than the other two scenarios. The three phase fault with fault inductance level of 0.60 H is applied at the 500 kV bus. The fault occurs at 1.5 s with duration of 0.1 s. The simulation results for the active power of the HEC and LEC are presented in Figure 11 . It is observed from Figure 11 (a) that without coordinated control (Scenario 1), the active power of the HEC drops to a low value as compared to with coordinated control (Scenario 2 and Scenario 3). The fault recovery times of the HEC in scenarios 1, 2 and 3 are 62 ms, 33 ms and 20 ms, respectively, which depicts that the present coordinated control can reduce the The three phase fault with fault inductance level of 0.60 H is applied at the 500 kV bus. The fault occurs at 1.5 s with duration of 0.1 s. The simulation results for the active power of the HEC and LEC are presented in Figure 11 . It is observed from Figure 11a that without coordinated control (Scenario 1), the active power of the HEC drops to a low value as compared to with coordinated control (Scenario 2 and Scenario 3). The fault recovery times of the HEC in scenarios 1, 2 and 3 are 62 ms, 33 ms and 20 ms, respectively, which depicts that the present coordinated control can reduce the fault recovery time under three phase fault conditions. Figure 11b shows that the fault recovery times in scenarios 1, 2 and 3 are 61 ms, 34 ms and 21 ms, respectively. It is thus concluded that the presented coordinated control (scenarios 2 and 3) can effectively reduce the fault recovery time of the HEC and LEC under single and three phase faults at 500 kV bus. In addition, Scenario 3 is comparatively better than Scenario 2. Table 2 summarizes the overall comparative performance evaluation of the three scenarios for the various abovementioned tests. the HEC and LEC under single and three phase faults at 500 kV bus. In addition, Scenario 3 is comparatively better than Scenario 2. Table 2 summarizes the overall comparative performance evaluation of the three scenarios for the various abovementioned tests. 
Conclusions
In this paper, the coordinated control is implemented between an ultra-high voltage direct current (UHVDC) transmission system under a hierarchical connection scheme (HCS) with multiple STATCOMs on the inverter side. The specific purpose of coordinated control is to mitigate the occurrence of cascaded commutation failure in the HEC and LEC and to decrease the fault recovery time during single and three phase AC faults. The coordinated control is modelled in PSCAD/EMTDC. The robustness and effectiveness of coordinated control on the operating characteristics of the UHVDC-HCS system are comprehensively investigated by comparing the dynamic performance of different control modes (Q-control and V-control) of the STATCOM. Moreover, the impact of coordinated control on the commutation failure immunity index (CFII) and commutation failure probability index (CFPI) of the HEC and LEC is analyzed in detail. The analysis shows that the presented coordinated control can improve the operating characteristics of an UHVDC-HCS system by decreasing the susceptibility to commutation failure, increasing the commutation failure immunity index (CFII) of the HEC and LEC, improving the commutation failure probability index of HEC and LEC and effectively decreasing the fault recovery time under single and three phase AC fault conditions. Comparing the Q-control and V-control modes of the 
In this paper, the coordinated control is implemented between an ultra-high voltage direct current (UHVDC) transmission system under a hierarchical connection scheme (HCS) with multiple STATCOMs on the inverter side. The specific purpose of coordinated control is to mitigate the occurrence of cascaded commutation failure in the HEC and LEC and to decrease the fault recovery time during single and three phase AC faults. The coordinated control is modelled in PSCAD/EMTDC. The robustness and effectiveness of coordinated control on the operating characteristics of the UHVDC-HCS system are comprehensively investigated by comparing the dynamic performance of different control modes (Q-control and V-control) of the STATCOM. Moreover, the impact of coordinated control on the commutation failure immunity index (CFII) and commutation failure probability index (CFPI) of the HEC and LEC is analyzed in detail. The analysis shows that the presented coordinated control can improve the operating characteristics of an UHVDC-HCS system by decreasing the susceptibility to commutation failure, increasing the commutation failure immunity index (CFII) of the HEC and LEC, improving the commutation failure probability index of HEC and LEC and effectively decreasing the fault recovery time under single and three phase AC fault conditions. Comparing the Q-control and V-control modes of the STATCOM, it is seen that coordinated control with V-control mode is relatively more effective in enhancing the operating characteristics of an UHVDC-HCS system under various disturbances.
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Appendix A Table A1 . Parameter Specifications of the UHVDC-HCS System.
Parameters Value
Rated DC transmission capacity 10,000 MW Rated DC voltage ±800 kV Short circuit ratio of AC system SCR 1 = 2.5 SCR 2 = 2.5 AC voltage system E 1 = 544 kV E 2 = 1055 kV AC system's impedance 
